
G2. Confirm if tracer wire was spliced to the branched section from the southern east-west 
section, and if the wire was corrosion resistant. 

No picture that clearly shows how it was tied in. The crew that was on-site says that 
tracer wire that was with the damaged section was attached to the pipe running 
north-south in 18th Street.  

The tracer wire was coated to help prevent corrosion. 
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G3.  Records of any testing done on any of the tracer wires at the accident location. 

The Company’s  current procedure includes verifying that a newly installed facility is 
locatable. However, during the time that the damaged main was installed (1990), it 
is unknown if it was policy for the predecessor owner/operator to verify that newly 
installed facilities were locatable. The Company has no records showing that any 
testing was done at the time of installation. 

LIB-LEX 000802




