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Fw: Destructive Interface at Cityplace Station track 1.

From Donna Johnson [ IEENEGEGEGEGE
Date Tue 2/24/2026 10:54 AM

To  Benjamin strot |
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[CAUTION] This email originated from outside of the organization. Do not click any links or open attachments
unless you recognize the sender and know the content is safe.

Do E. Johwson, CSE, C-TSSP, PTSCTP
Sr. Vice President & Chief Safety Officer
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Fax
Cell

From: Ruben Barrientos | NG
Sent: Monday, February 23, 2026 4:46 PM

To: Donna Johnson |

Subject: FW: Destructive Interface at Cityplace Station track 1.

From: Ruben Barrientos

Sent: Friday, June 13, 2025 10:22 AM

To: Kevin Kubeer |G \-rvin Hurt [

cc: Jeffrey Ellis | NG <+ wn Crighton N A cxander Higson
I \itchell Wisdom [N ; \V<!dat Habte IR ; £ man Khalifa
I

Subject: RE: Destructive Interface at Cityplace Station track 1.
Additional photos.

Thank you,
Ruben



From: Kevin Kubeer
Sent: Friday, June 13, 2025 10:01 AM

To: Ruben Barrientos R '2rvin Hurt [

Cc: Jeffrey Ellis || GGG shawn Crighton I / cxander Higson
I ; itchell Wisdom [ \Ve!dat Habte [ ; c2n Khalifa
|

Subject: RE: Destructive Interface at Cityplace Station track 1.

Thanks for the update, Ruben. The Engineering department and the Maintenance department will assess
this LRV at CROF later today.

Kevin Kubeer

Fleet Engineering Specialist
Engineering and Technical Services
________

Development
Dallas Area Rapid Transit | 9717 Abernathy Ave. | Dallas, TX 75220

Office I
email:

DART /24 go.

From: Ruben Barrientos ||| NG

Sent: Friday, June 13, 2025 9:48 AM
To: Kevin Kubeer | GGG

cc: Jeffrey Ellis | GG shawn Crighton |G - 'cxander Higson
I \itchell Wisdom

Subject: RE: Destructive Interface at Cityplace Station track 1.

Please see the attached video. This now leads me to believe there may have been an issue with the LRV as he was
in braking mode and not drawing any current on the OCS. The wire burnt as he was at a full stop and broke. The
heavy arcing occurred during departing the rail station, however the wire was already down.

Thank you,
Ruben

From: Ruben Barrientos
Sent: Friday, June 13, 2025 7:17 AM

To: Kevin Kubeer [N

Ce: etrey i IR o Crighton  Mexander Higson
_; Mitchell Wisdom

Subject: FW: Destructive Interface at Cityplace Station track 1.

Kevin,

On June 12, 2025, a destructive interface incident occurred at CityPlace Station on Track 1, where the contact wire
burned through and broke in half at the midpoint of the overlap section along the station platform.
At the time of the incident:

e Sanders TPSS was offline due to a rectifier fault.
e Feeder breaker 2401 at Sanders was in the open position.



¢ Circuit 2301 (from Portal to Sanders) was closed.
¢ Circuit 2401 was supplying power from Glencoe to CityPlace Station in a single-fed configuration.

A Light Rail Vehicle (LRV) was traveling at normal speed on Track 1 at CP 18, drawing current from the single-fed
Circuit 2401, while a separate two-car consist was stationary at CityPlace Station on the same track.

The contact wire in the overlap section became annealed due to excessive current draw and subsequently stretched
until it failed, breaking at the midpoint of the overlaps.

Corrective Action:

To mitigate recurrence, TES installed equalizing jumpers in the overlap section at CityPlace Station. This
configuration ties Circuits 2301 and 2401 together, allowing voltage equalization between Portal TPSS and
Glencoe TPSS while Sanders TPSS remains offline.

We do not know if there was an issue related with the LRV which would have contributed to the event.

Thank you,
Ruben Barrientos
Director, Traction Electrification Systems
—
Maintenance of Way & Facilities Maintenance
Dallas Area Rapid Transit | P.O. Box 660163 | Dallas TX 75266-7292
Cell: I Fmoil:
3 YEARS IN A ROW

Forbes 2022
AMERICA'S

DART

EMPLOYERS

DALLAS AREA RAPID TRANSIT

fFrom: Randy Anderson ||| EGGGGE

Sent: Thursday, June 12, 2025 2:34 PM
To: Jeffrey Ellis _ Ruben Barrientos [ NG

Cc: Blake Clemmons | 582212 Wallace | ; Fred Gassaway
B scott Beckerle {>; R=ndy Anderson Y-

Subject: Destructive Interface at Cityplace Station track 1.

To all,

At approximately 7:59 A.M. there was a destructive interface on track 1 at City place Station.
TES responded and racked out DC Feeder Breaker 2401 Glencoe, 2401 & 2301 Sanders, and
2301 Portal, then we closed the two Grounding Switches 2401-A and 2301-B at Sanders. It
appeared that the contact wire was burnt into on the two car trains back Pantograph while he
was exiting the Station. We mounted a bucket truck at Routh St. Grade Crossing track 1 and hi-
railed to the destructive interface and began making repairs. We replaced 12' of contact wire
and 2 jumpers and 2 hanger locks.

WO#4125260

Randy Anderson
TES Supervisor

Traction Electrification Systems



Dallas Area Raiid Transit |3021 Oak Ln. ‘ Dallas TX 75266-7285

DART 24 go.





