
1

1

1

1

1

1 Office

1 Office

1 Office

1 Office

1 Office

1

Prior Source

1

1

1 Office

1

1

1

1

1

1

1 Office

1

1

IN

2025-07-30 15:33:08 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure OUT

2025-07-30 15:33:08 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

2025-07-30 15:33:05 Tower 17 Tower 17 DC Feeder 
2101

Breaker UnCmded 
Change of State

IN

IN

2025-07-30 15:33:05 Alarmer Portal Portal DC Main Breaker Device Failure IN

2025-07-30 15:33:05 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure

OUT

2025-07-30 15:33:05 Alarmer Portal Portal AC CKT Breaker Device Failure IN

2025-07-30 15:33:04 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:33:03 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 15:33:00 Alarmer Portal Portal TPSS TPSS Rec Trouble 
Sum Alm

IN

2025-07-30 15:32:59 Portal Portal DC Main Breaker UnCmded 
Change of State

IN

2025-07-30 15:32:59 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 15:32:59 Alarmer Portal Portal DC Feeder 2301 Breaker XTrip Alw. 
Recls

OUT

OUT

Printed Date:  9/4/2025        

Event Time Location Device Device Ty Point Event Typ

2025-07-30 15:32:59 Alarmer Portal Portal DC Feeder 2101 Breaker XTrip Alw. 
Recls

2025-07-30 15:32:58 Tower 17 Tower 17 DC Feeder 
2101

Breaker UnCmded 
Change of State

IN

2025-07-30 15:32:58 Portal Portal DC Feeder 2301 Breaker UnCmded 
Change of State

IN

2025-07-30 15:32:58 Portal Portal DC Feeder 2101 Breaker UnCmded 
Change of State

IN

2025-07-30 15:32:58 Portal Portal AC CKT Breaker UnCmded 
Change of State

IN

2025-07-30 15:32:58 Baylor Baylor DC Feeder 2101 Breaker UnCmded 
Change of State

IN

IN

2025-07-30 15:32:58 Alarmer Portal Portal DC Feeder 2301 Breaker XTrip Alw. 
Recls

IN

2025-07-30 15:32:58 Alarmer Portal Portal DC Feeder 2101 Breaker XTrip Alw. 
Recls

IN

2025-07-30 15:32:58 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 15:32:58 Alarmer Baylor Baylor DC Feeder 2101 Breaker X-Tripped

Event
Type

2025-07-30 15:32:58 Alarmer Baylor Baylor DC Feeder 2101 Breaker XTrip Alw. 
Recls

IN

Alarm Event Report

Printed Date:  9/4/2025        

Event Time Priority Source Location Device Device
Type

Point



1 Office

1

1

1

1

1 Office

1

1

1 Office

1 Office

1 Office

1 Office

1 Office

1

1

1

1

1

1

1 Office

1

1

1

1 Office

1

1

1 OUT2025-07-30 15:34:59 Alarmer Baylor Baylor DC Feeder 2102 Breaker X-Tripped

OUT

2025-07-30 15:34:59 Alarmer Baylor Baylor DC Feeder 2102 Breaker XTrip Alw. 
Recls

OUT

2025-07-30 15:34:55 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 15:34:50 Baylor Baylor DC Feeder 2102 Breaker UnCmded 
Change of State

IN

2025-07-30 15:34:50 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 15:34:50 Alarmer Baylor Baylor DC Feeder 2102 Breaker X-Tripped IN

2025-07-30 15:34:50 Alarmer Baylor Baylor DC Feeder 2102 Breaker XTrip Alw. 
Recls

2025-07-30 15:33:38 Portal Portal DC Feeder 2102 Breaker UnCmded 
Change of State

IN

OUT

2025-07-30 15:33:38 Alarmer Portal Portal DC Feeder 2102 Breaker Device Failure OUT

2025-07-30 15:33:38 Alarmer Baylor Baylor DC Feeder 2101 Breaker X-Tripped

IN

2025-07-30 15:33:38 Alarmer Baylor Baylor DC Feeder 2101 Breaker XTrip Alw. 
Recls

OUT

2025-07-30 15:33:30 Alarmer Portal Portal DC Feeder 2102 Breaker Device Failure

OUT

2025-07-30 15:33:30 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure IN

2025-07-30 15:33:28 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

2025-07-30 15:33:26 Baylor Baylor DC Feeder 2101 Breaker UnCmded 
Change of State

IN

2025-07-30 15:33:25 Baylor Baylor DC Feeder 2101 Breaker UnCmded 
Change of State

IN

2025-07-30 15:33:24 Portal Portal DC Feeder 2102 Breaker UnCmded 
Change of State

IN

2025-07-30 15:33:24 Portal Portal DC Feeder 2101 Breaker UnCmded 
Change of State

IN

2025-07-30 15:33:23 Portal Portal DC Feeder 2101 Breaker UnCmded 
Change of State

IN

IN

2025-07-30 15:33:23 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure OUT

2025-07-30 15:33:23 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

2025-07-30 15:33:18 Portal Portal DC Feeder 2102 Breaker UnCmded 
Change of State

IN

IN

2025-07-30 15:33:18 Alarmer Portal Portal DC Feeder 2102 Breaker Device Failure OUT

2025-07-30 15:33:14 Alarmer Portal Portal DC Feeder 2102 Breaker Device Failure

OUT

2025-07-30 15:33:14 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure IN

2025-07-30 15:33:13 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

2025-07-30 15:33:08 Portal Portal DC Feeder 2102 Breaker UnCmded 
Change of State

IN



1 Office

1

1

1

1 Office

1

1

1

1 Office

1

1

1

1

1

1

1 Office

1 Office

1

1

1

1

1

1 Office

1

1

1

1

1

1 Office

IN

2025-07-30 15:49:13 Tower 17 Tower 17 DC Feeder 
2102

Breaker UnCmded 
Change of State

IN

2025-07-30 15:49:13 Alarmer Portal Portal DC Feeder 2302 Breaker Device Failure

OUT

2025-07-30 15:49:13 Alarmer Portal Portal DC Feeder 2102 Breaker Device Failure IN

2025-07-30 15:49:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 15:49:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 15:49:10 Alarmer Portal Portal TPSS TPSS Intrusion Alarm

OUT

2025-07-30 15:49:07 Sanders Sanders DC Feeder 
2302

Breaker UnCmded 
Change of State

IN

2025-07-30 15:49:07 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 15:49:07 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:49:07 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:49:07 Alarmer Portal Portal TPSS TPSS Station Lockout 
(186H)

IN

2025-07-30 15:49:07 Alarmer Portal Portal TPSS TPSS Rectifier Lock-
out (86H)

2025-07-30 15:49:06 Portal Portal DC Feeder 2302 Breaker UnCmded 
Change of State

IN

2025-07-30 15:49:06 Portal Portal DC Feeder 2102 Breaker UnCmded 
Change of State

IN

IN

2025-07-30 15:49:06 Alarmer Portal Portal DC Feeder 2302 Breaker XTrip Def. Recls IN

2025-07-30 15:49:06 Alarmer Portal Portal DC Feeder 2301 Breaker XTrip Def. Recls

IN

2025-07-30 15:49:06 Alarmer Portal Portal DC Feeder 2102 Breaker XTrip Def. Recls IN

2025-07-30 15:49:06 Alarmer Portal Portal DC Feeder 2101 Breaker XTrip Def. Recls

IN

2025-07-30 15:36:12 Alarmer Tower 17 Tower 17 TPSS RTU 
13.4

Computer Inaccessible OUT

2025-07-30 15:35:32 Alarmer Tower 17 Tower 17 TPSS RTU 
13.4

Computer Inaccessible

OUT

2025-07-30 15:35:19 Baylor Baylor DC Feeder 2102 Breaker UnCmded 
Change of State

IN

2025-07-30 15:35:08 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 15:35:07 Alarmer Baylor Baylor DC Feeder 2102 Breaker X-Tripped OUT

2025-07-30 15:35:07 Alarmer Baylor Baylor DC Feeder 2102 Breaker XTrip Alw. 
Recls

IN

2025-07-30 15:35:04 Baylor Baylor DC Feeder 2102 Breaker UnCmded 
Change of State

IN

2025-07-30 15:35:04 Alarmer Baylor Baylor TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 15:35:04 Alarmer Baylor Baylor DC Feeder 2102 Breaker X-Tripped IN

2025-07-30 15:35:04 Alarmer Baylor Baylor DC Feeder 2102 Breaker XTrip Alw. 
Recls

2025-07-30 15:35:01 Baylor Baylor DC Feeder 2102 Breaker UnCmded 
Change of State

IN



1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 IN2025-07-30 16:02:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:59:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:59:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:59:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:59:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:56:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:56:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:56:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:56:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:54:47 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:54:47 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:54:42 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:54:42 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:54:31 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:54:31 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:54:26 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:54:26 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:54:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:54:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:54:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:54:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 15:54:13 Alarmer Portal Portal DC Feeder 2101 Breaker Device Failure OUT

2025-07-30 15:53:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 15:53:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 15:53:10 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 15:53:10 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 15:50:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 15:50:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 15:50:10 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 15:50:10 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 15:49:52 Alarmer Portal Portal TPSS TPSS Intrusion Alarm

OUT

2025-07-30 15:49:36 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 15:49:36 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 15:49:31 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 15:49:31 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped



1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

OUT

2025-07-30 16:23:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:23:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:23:11 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 16:23:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:23:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:22:07 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 16:20:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:20:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:20:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:20:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:17:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:17:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:17:06 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:17:06 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:14:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:14:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:14:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:14:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:11:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:11:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:11:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:11:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:08:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:08:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:08:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:08:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:05:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:05:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:05:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:05:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:02:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:02:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 16:02:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN



1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 Office

1 Office

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 IN2025-07-30 16:47:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 16:47:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:44:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:44:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 16:44:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:44:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:43:12 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 16:41:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:41:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:41:09 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:41:09 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:38:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:38:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:38:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:38:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 16:36:54 Sanders Sanders DC Feeder 
2402

Breaker UnCmded 
Change of State

IN

2025-07-30 16:36:52 Sanders Sanders DC Feeder 
2401

Breaker UnCmded 
Change of State

IN

OUT

2025-07-30 16:35:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:35:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:35:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:35:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:32:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:32:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:32:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:32:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:29:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:29:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:29:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:29:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 16:26:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 16:26:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 16:26:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 16:26:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped



1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 Office

1 Office

1

1

1

1

1

1
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2025-07-30 17:11:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:11:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:08:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:08:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:08:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:08:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 17:05:58 Baylor Baylor DC Feeder 2102 Breaker Indication 
Failure

IN

2025-07-30 17:05:58 Baylor Baylor DC Feeder 2102 Breaker Indication 
Failure

IN

OUT

2025-07-30 17:05:15 Alarmer Baylor Baylor DC Feeder 2102 Breaker Device Failure IN

2025-07-30 17:05:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:05:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:05:07 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 17:05:07 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:02:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:02:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:02:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 17:02:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:59:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:59:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 16:59:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 16:59:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:56:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:56:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 16:56:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 16:56:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:53:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:53:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 16:53:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 16:53:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:50:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 16:50:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 16:50:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 16:50:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 16:47:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

2025-07-30 16:47:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT



1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1
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1

1

1

1

1

1

1

1

1
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1 OUT2025-07-30 17:29:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:29:07 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:29:07 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:29:07 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:28:58 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:26:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:26:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:26:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:26:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:23:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:23:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:23:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:23:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:20:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:20:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:20:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:20:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:19:35 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:17:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:17:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:17:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:17:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:16:12 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:14:10 Alarmer Baylor Baylor DC Feeder 2102 Breaker Device Failure OUT

2025-07-30 17:14:03 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:14:03 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:13:58 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 17:13:58 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:11:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 17:11:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:11:12 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)
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1

1

1

1

1

1

1

1

1

1
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1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1
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IN

2025-07-30 17:53:06 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:53:06 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:50:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:50:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:50:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:50:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:47:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:47:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:47:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:47:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:44:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:44:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:44:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:44:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:41:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:41:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:41:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:41:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:39:10 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:39:02 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:38:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:38:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:38:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:38:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:35:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:35:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:35:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:35:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:32:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:32:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:32:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:32:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 17:29:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT
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1 IN2025-07-30 18:17:06 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:14:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:14:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:14:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:14:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:11:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:11:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:11:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:11:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:08:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:08:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:08:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:08:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:05:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:05:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:05:14 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:05:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 18:05:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 18:02:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 18:02:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 18:02:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 18:02:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:59:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:59:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 17:59:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 17:59:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 17:58:06 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 17:56:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:56:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 17:56:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 17:56:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 17:53:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 17:53:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped
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1 IN2025-07-30 18:38:14 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

OUT

2025-07-30 18:35:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:35:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:35:15 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:35:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 18:35:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 18:34:18 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:32:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:32:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:32:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:32:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:29:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:29:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:29:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:29:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:26:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:26:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:26:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:26:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:23:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:23:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:23:15 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:23:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 18:23:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 18:22:04 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:20:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:20:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:20:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:20:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:17:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:17:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 18:17:06 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN
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OUT

2025-07-30 18:59:20 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped OUT

2025-07-30 18:59:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:59:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:59:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:56:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:56:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:56:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:56:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:53:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:53:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:53:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:53:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:50:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:50:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:50:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:50:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:47:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:47:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:47:15 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:47:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 18:47:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 18:46:42 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 18:44:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:44:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:44:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:44:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:41:10 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:41:10 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 18:41:05 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 18:41:05 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 18:38:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 18:38:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 18:38:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2301
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1 OUT2025-07-30 19:23:21 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

IN

2025-07-30 19:23:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:23:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:23:12 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 19:22:07 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 19:20:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:20:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:20:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:20:13 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:17:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:17:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:17:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:17:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:14:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:14:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:14:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:14:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:11:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:11:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:11:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:11:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:08:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:08:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:08:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:08:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:05:09 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:05:09 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:05:04 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:05:04 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:02:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:02:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:02:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:02:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2302
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IN

2025-07-30 19:47:17 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped IN

2025-07-30 19:47:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:44:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:44:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:44:12 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:44:12 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:41:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:41:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:41:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:41:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:38:34 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 19:38:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 19:38:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 19:38:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 19:38:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 19:37:17 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 19:35:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:35:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:35:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:35:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:32:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:32:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:32:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:32:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:29:08 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:29:08 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:29:03 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:29:03 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:26:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:26:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:26:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:26:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 19:23:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2301



1

1

1

1

1

1

1

1

1

1

1
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1

1

1

1

1

1
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1 IN2025-07-30 20:11:16 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

OUT

2025-07-30 20:08:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:08:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:08:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:08:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:05:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:05:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:05:19 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 20:05:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:05:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:04:03 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 20:02:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:02:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:02:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:02:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:59:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:59:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:59:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:59:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:56:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:56:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:56:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:56:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:53:07 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:53:07 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:53:03 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:53:03 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:50:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:50:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 19:50:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 19:50:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 19:47:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 19:47:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2302



1

1

1

1

1

1

1

1

1

1

1

1

1
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1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1
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OUT

2025-07-30 20:35:21 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped OUT

2025-07-30 20:35:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:35:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:35:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:32:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:32:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:32:10 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:32:10 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:29:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:29:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:29:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:29:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:26:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:26:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:26:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:26:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:23:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:23:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:23:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:23:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:20:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:20:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:20:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:20:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:17:06 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:17:06 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:17:01 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:17:01 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:14:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:14:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:14:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:14:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:11:21 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:11:21 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 20:11:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2301
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1 IN2025-07-30 20:56:11 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

OUT

2025-07-30 20:56:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:53:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:53:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:53:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:53:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:50:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:50:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:50:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:50:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:47:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:47:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:47:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:47:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:44:38 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 20:44:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:44:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:44:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:44:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:41:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 20:41:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 20:41:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 20:41:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 20:39:18 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 20:38:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:38:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:38:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:38:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:36:46 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:36:46 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:36:41 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:36:41 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:36:20 Alarmer Portal Portal DC Feeder 2302 Breaker Device Failure

2302
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OUT

2025-07-30 21:20:13 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped IN

2025-07-30 21:17:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:17:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:17:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:17:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:14:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:14:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:14:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:14:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:11:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:11:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:11:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:11:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:08:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:08:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:08:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:08:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:05:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:05:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:05:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:05:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:02:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:02:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:02:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:02:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:01:59 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 21:01:12 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 20:59:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 20:59:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 20:59:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 20:59:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 20:56:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

2025-07-30 20:56:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2302
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1 OUT2025-07-30 21:41:24 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

IN

2025-07-30 21:41:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:41:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:41:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:38:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:38:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:38:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:38:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:35:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:35:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:35:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:35:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:32:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:32:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:32:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:32:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:29:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:29:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:29:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:29:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:26:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:26:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:26:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:26:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:26:16 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 21:25:45 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

IN

2025-07-30 21:23:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:23:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:23:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:23:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:20:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:20:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:20:13 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

2301
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1 IN2025-07-30 22:05:19 Alarmer Sanders Sanders DC Feeder Breaker X-Tripped

2025-07-30 22:03:35 Tower 17 Tower 17 DC Feeder 
2102

Breaker UnCmded 
Change of State

IN

2025-07-30 22:03:20 Tower 17 Tower 17 DC Feeder 
2101

Breaker UnCmded 
Change of State

IN

OUT

2025-07-30 22:02:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:02:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:02:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:02:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 22:01:40 Tower 17 Tower 17 DC Feeder 
2101

Breaker UnCmded 
Change of State

IN

OUT

2025-07-30 22:01:25 Tower 17 Tower 17 DC Feeder 
2101

Breaker UnCmded 
Change of State

IN

2025-07-30 21:59:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:59:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:59:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:59:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:56:23 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:56:23 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:56:18 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:56:18 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:53:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:53:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:53:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:53:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:50:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:50:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:50:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:50:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:47:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:47:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:47:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

OUT

2025-07-30 21:47:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2025-07-30 21:44:14 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

IN

2025-07-30 21:44:14 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped OUT

2025-07-30 21:44:09 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped

2025-07-30 21:44:09 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped IN

2302
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2025-07-30 22:29:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:29:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:26:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:26:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:26:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:26:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:23:22 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:23:22 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:23:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:23:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:20:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:20:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:20:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:20:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:17:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:17:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:17:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:17:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:14:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:14:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:14:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:14:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:11:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:11:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:11:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:11:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:08:17 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:08:17 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:08:11 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:08:11 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 22:06:44 Tower 17 Tower 17 DC Main Breaker UnCmded 
Change of State

IN

OUT

2025-07-30 22:05:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:05:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 22:05:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2301
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1 IN2025-07-30 22:53:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:50:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:50:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:50:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:50:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:47:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:47:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:47:16 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:47:16 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:44:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:44:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:44:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:44:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:41:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:41:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:41:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:41:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:38:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:38:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:38:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:38:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:38:11 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 22:36:13 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 22:35:26 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:35:26 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:35:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:35:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:32:15 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:32:15 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:32:10 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:32:10 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:29:24 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:29:24 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped
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1

OUT

2025-07-30 22:59:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:59:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:59:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:59:20 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

OUT

2025-07-30 22:56:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:56:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:56:19 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN

2025-07-30 22:56:19 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

IN

2025-07-30 22:55:49 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 22:55:33 Alarmer Sanders Sanders TPSS TPSS Neg. Rail 
Grounding Unit 
(57NR)

OUT

2025-07-30 22:53:25 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped OUT

2025-07-30 22:53:25 Alarmer Sanders Sanders DC Feeder 
2301

Breaker X-Tripped

2025-07-30 22:53:20 Alarmer Sanders Sanders DC Feeder 
2302

Breaker X-Tripped IN


