
Work Order Description Asset Location Work Type Reported Date

May-25
4026606 Monthly OCS Inspection TES001 DART PM 5/6/25 10:18 PM
4050491 Memorial Holiday Coverage TES001 DART CB 5/18/25 9:34 AM
4012737 OCS Semi-Annual PM NC-1 TES006 NC-NC_1 PM 5/1/25 2:34 AM
4027505 Adjust/Repair Hangers (NC-1) TES006 NC-NC_1 CM 5/7/25 5:21 AM
4040036 Inspect the OCS CP 10 for loose Hanger TES006 NC-NC_1 CB 5/13/25 9:39 AM
4042356 Inspected OCS From Pearl Station to City Place Station tracks 1&2 TES006 NC-NC_1 CM 5/14/25 12:12 PM
4066970 GLENCO PARK TPSS (BRING BACK ONLINE) TES41866 NEQ_NC_1_GLENCOE_TPSS CM 5/26/25 9:13 PM
4040004 Tower 17 / Oncor blown fuse TES41691 SEQ_OC_1_TOWER_ 17_TPSS CB 5/12/25 7:37 AM
4042319 DC Feeder 2302 opened and locked out. TES41949 NEQ_NC_1_PORTAL_TPSS CM 5/14/25 10:53 AM
4054370 Portal AC Line Undervoltage TES41949 NEQ_NC_1_PORTAL_TPSS CM 5/20/25 12:44 PM
4025180 AC undervoltage TES40027 SEQ_SE_1_BAYLOR_TPSS NR 5/6/25 6:50 AM

Jun-25
4111282 Monthly OCS Inspection TES001 DART PM 6/1/25 5:29 AM
4131933 Train 86 at CP-9 had damaged pantograph on track 1. TES001 DART CM 6/15/25 7:20 PM
4125260 Destructive Interface at City Place TES006 NC-NC_1 CM 6/12/25 11:32 AM
4138817 Photo Cell at Glencoe TPSS inoperative. TES41866 NEQ_NC_1_GLENCOE_TPSS CM 6/18/25 10:01 PM
4103463 Portal Substation offline TES41949 NEQ_NC_1_PORTAL_TPSS CM 6/2/25 9:16 PM

Jul-25
4192576 Monthly OCS Inspection TES001 DART PM 7/1/25 12:00 AM
4192576 Monthly OCS Inspection TES001 DART PM 7/1/25 12:00 AM
4221521 Lights out in tunnel from CP-1 to CP-4 TRACK 1. TES001 DART CM 7/16/25 6:51 PM
4205572 Support Stacey Whitbeck in the Tunnel TES006 NC-NC_1 NR 7/9/25 5:18 AM
4249426 Portal Interlocking Track 1 4 hangers detached from contact wire. TES006 NC-NC_1 CM 7/28/25 6:41 PM
4205572 Support Stacey Whitbeck in the Tunnel TES006 NC-NC_1 NR 7/9/25 5:18 AM
4216828 TCC reported loose hanger around CP2 track 2. Inspected OCS TES006 NC-NC_1 CM 7/14/25 10:05 AM
4238526 Loose Hangers Trk1 CP14-CP15: NC1 TES006 NC-NC_1 CM 7/24/25 11:56 AM
4249426 Portal Interlocking Track 1 4 hangers detached from contact wire. TES006 NC-NC_1 CM 7/28/25 6:41 PM
4274017 Destructive Interface at Portal Interlocking, track 1. TES006 NC-NC_1 CM 7/30/25 8:49 PM
4200074 Light Maintenance Powell TPS Quarterly TES41866 NEQ_NC_1_GLENCOE_TPSS PM 7/7/25 2:13 AM
4218292 Light Maintenance Powell PPECO Quarterly TES41691 SEQ_OC_1_TOWER_ 17_TPSS PM 7/15/25 2:10 AM
4200095 Light Maintenance Powell TPS Quarterly TES41949 NEQ_NC_1_PORTAL_TPSS PM 7/7/25 2:13 AM
4242591 Portal offline ac undervoltage reset and brought back online TES41949 NEQ_NC_1_PORTAL_TPSS CM 7/26/25 8:40 AM
4224954 Light Maintenance Siemens Quarterly TES40027 SEQ_SE_1_BAYLOR_TPSS PM 7/18/25 2:11 AM


